M. Mircom

FX-3500 and FX-3500RCU Series Panels

PCS-100

Power Supply Interface Board
Installation Instructions

PCS-100

Mount with two spacers
and screws provided

FA-300 Series Panels

PCS-100

Mount with two spacers
and screws provided

MAIN FIRE PANEL BOARD
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FX-350 Series Panels

Interface module not UL-864 or
ULC-527 listed. Please refer to
Document LT-929 for details
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For PC programming use UIMA
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PCS-100

Mount with two spacers
and screws provided

PCS-100

Mount with two spacers
and screws provided
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FA-1000 Series Panels

PCS-100

#6-32 x e
1 1/4" screw
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UDACT-300A Module
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#6-32x1 1/," M/F hex
spacer
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