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FA-1008KA(DS)
Addendum for Fire Alarm Model

Installation Instructions

Notice about Replacement Displays
• If you have an older version of FA-1008KA (on the left), use the RB-MAM-1000KIT replacement display.

• If you have an newer version of FA-1008KA or FA-1008KADS (on the right), use the RB-MAM-1000 
replacement display.

Older versions of FA-1008KA:

Use RB-MAM-1000KIT

It includes:

• RB-MAM-1000 replacement 
display

• Main display plate

• EPROM upgrade

Newer versions of FA-1008KA 
and all versions of FA-1008KADS:

Use RB-MAM-1000
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