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RAXN-UB-BRACKET

Installation Instructions

Module Mounting Bracket

Contents of kit:

� 1 module bracket

� 4 standoffs #6-32 X 1/2 M-F

Mount RAXN-UB-BRACKET and RAXN-4000LCDGC on the inside of the door of the fire alarm enclosure, using 

the 4 screws included with the RAXN-4000LCDGC and the standoffs included with RAXN-UB-BRACKET.

RAXN-UB-BRACKET

Standoff #6-32 X 1/2 M-F 

(x4)

RAXN-4000LCDGC

DOX-1024DS(B/R), 

BBX-1072A(R/B)DS, BBX-1024XT(B/R), 

BBX-FXMNS series inner deadfront

Screw #6-32 X 1/2 PAN 

PH (x4)
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Mount RAXN-UB-BRACKET and RAXN-4000LCDGC on the inside of the door of BB-5008 and BB-5014, using the 

4 screws included with the RAXN-4000LCDGC and the standoffs included with RAXN-UB-BRACKET.

RAXN-UB-BRACKET

RAXN-4000LCDGC

BB-5008 and BB-5014 

inner deadfront

Standoff #6-32 X 1/2 M-F 

(x4)

Screw #6-32 X 1/2 PAN 

PH (x4)


