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CFG-300 Installation Instructions

Notes: 
Attach the CFG-300 to the top of the Backbox using the magnetic strips.1. 
For programming instructions, refer to the corresponding Fire Alarm Installation and 2. 
Operation Manual.

CFG-300 attached to main board


