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RAX-332 Annunciator Adder Module
The RAX-332 mounts to the front door of the FX-350 Series Fire Alarm Control Panel below the first 
group of 32 LEDs.   Remove the blank plate and replace with the RAX-332, use the same four #6-32 
hex nuts used to remove the blank plate to mount the RAX-332 to the door.

Mount the RAX-332 here 
below the first group of 
32 LEDs. 



RAX-332 Adder Annunciator Module
          FIRST SET OF 32 LEDs

RAX-332 Adder Annunciator Module
        SECOND SET OF 32 LEDs Connect cable to first 

RAX-332 as shown.

BACK VIEW

Mount module using 
four #6-32 nuts used 
to remove blank plate.

Position of the two RAX-332 
Annunciator Modules

INSIDE VIEW OF FRONT DOOR

NOTE:
Dress cable so as 
not to interfere with 
door hinge.


